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ABSTRACT

The flammability and dchydration of painted gypsum wallboard (GWB) exposed to fire heat
(luxes are investigated. Painted GWB samples are subjected to constant incident heat fluxes
ranging from 25 to 75 kW' for perinds ranging from 5 to 15 minutes in the Cone
Calorimeter. A number of coats of latex interior paint, including 0, 2, 4, 6 and 8 coats, are
applied over a single coat of latex primer to the exposed surface of 15.9-mm (5/8-in.) thick
type X GWB. A model is used to evaluate the potential for flame spread based on the Cone
Calorimeter results. A twoe-step dehydration madel based on a finite difference formulation
is described for GWB. Experimental results ipdicate a distinet dehydration front can be
observed by visual inspection; further analysis 18 needed to determine the composition of the
GWB on each side of this front.
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NOTATION

¢ Specific heat (kl’kg-K)

C,-C; Constants described in the text

h, Convective heat transfer coefficient (kW/m-K)

k Thermal conductivity (kW/m-K}

k, Linearized flame length cocflicient (~0.01 nr/k W
L Heat of gasification of a material (k)/g)

L, Heat of vaporization of water (k¥/g)

my,,, Mass of water per unit arca in a node (g/m®)
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tityy s, Dehydration rate per unit area {g/s-m’)

¢, Netincident heat flux to the sampie per umt area (KW/m™)
Q" Heat releasc rate per unit arca (k'W/nt')

Q" Heat release per unit area {k)/m™

. Ignition time (s)

i, Burmning duration (s) { /(" |

T Femperature (K)

A Heal of combustion for a material (klg)

At Time step (s)

Ax Node thickness (m)

¢ Surface cmissivity (-)

¢ Density (kg/m")

o Stefan-Boltzmann constant {5.67 x 1077 KWm™-K"
INTRODUCTION

Qver the past fifty years, painted gypsum wallboard (GWB) has become perhaps the most
widely used wall and ceiling interior finish.  Available in a range of stundard sizes and
thicknesses, GWB consists of a gypswin (Cafcium sulfate dilydrate - CaS0O,2H,0) core
bonded between paper facers. The paper fucers provide strength and toughness, as well as a
surface that is casily finished, (o the relatively brittle gypsum core. The gypsum core serves
as a noncombustible substrate with beneficial fire resistance propertics derived from the
bound water of hydration in the gypsom.

Under fire conditions, the exposed paper facer and painted finish of GWB frequently burns
out locally in the vicinity of the cxposure fire. Williamson, ct al, [1] observed and
documented this behavior while investigating ignition sources used in room fire test methods.
Under some conditions, however, the finished GWR surface will propagate o fire. When this
happens, a distinct spike is observed in the heat release rate as the thin combustible surface
igmites then quickly bums out. The question is under what conditions painted GWB is likely
to spread a fire. '

Whether or not a fire spreads on the GWB surface, the gypsum core will dehydrate under fire
cxposure conditions, The extent of dehydration depends on the intensity and duration: of the
exposure. Under prolonged exposure, the GWE will fully dehydrate, leaving behind a friable
residue of anhydrons calctum sulfate {CaSO,), The dehydration process absorbs considerable
heat while maintaining velatively low temperatures within and behind the GWB until the
dehydration is complete.  For this reason, GWB iz widely used in fire resistant building
assemblies [2].

tollowing a firc, damage patterns observed on painted GWB surfaces often are used to
provide clues about the fire [3]. A technique 10 estimate fire severity at a particular location
based on GWB damage, particularly dehydiation depth, would be desirable as an aid to fire
nvestigation and reconstruction. Experimental results and ficld experience indicate a distinet
front can be observed by visual inspection in partially dehydrated GWB. A technique is
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developed to determine the location of this front, this technique involves scoring and
breaking the GWB i much the same way as it 15 typically cut during field installation.

In this work, the Cone Calorimeter |4] is used to investigale the flammability and
dehydration of painted GWB. Painted GWB samples are subjected to incident hewt {Tuxes
ranging from 25 1o 75 kW/n¥’ for periods ranging from 5 to 15 minutes in the Cone
Calorimeter. Two, four, six and eight coats of latex interior paint are applied over a single
coat of latex pnmer to the exposed paper surfuce of 15.9-mm (5/8-in.) thick type X GWB,
Unpainted GWB samples are also evaluated for comparison. A flame spread model,
developed by Quintiere and cowarkers [5-7] and provicusty applied to thin textiles adhered to
GWB substrates {8], is nsed to evaluate the potential for Rame spread based on the Cone
Calorimeter results. Based on this analysis, the concept of a cnitical heat flux for upward
{lame spread is developed.

A two-step dehydration model for GWB 1s described, This model, based on an explicit finite
difference formulation, has been implemented as a spreadsheet template. The user can
specify a constant or variable convective-radiative houndary condition at the exposcd GWB
surface.  The model calculates node temperaturs, net heat flux o the surface, and
dehydration depth histaries. Model predictions of dehydration depth are compared with
expenimental results.

FLAME SPREAD ANALYSIS

The model used to evaluate the potential for wpward flame spread on pamted GWB s
undergoing continuced development by Quintiere and coworkers [5-7]. Based on certain
stmplifying assumptions, this model produces a fammability parameter, b, defined as:

b=k, Q"1 [t, -1 (H

Acceleratory flame spread is indicated if the value of the flammability parameter is positive,
decay to extinction is expected if the flammability parameter is negative, and steady spread
will occur, at least in theory, if the flammability parameter cvaluates precisely as zero. This
flammability parameter exhibits the critical niture of upward flume spread, where small
perturbations in the input parameters can result in larpe differences in outcome for scenarios
near the critical limit. Based on this cnitical behavior, it is conceivable that the addition of a
single coat of paint may at some point tip the balance in favor of acceleratory spread rather
than localized burnout. One objective of this work was to sce if such relatively fine
distinctions could be discerned using the Cone Calorimeter.

Evaluation of the flammability parameter requires evaluation of the respective characteristic
parameters used to calculate it. Mowrer and Withiamson [8] describe a technique for using
Cone Calorimeter data directly to evaluate these characteristic parameters and the associated
Nammability parameter foc thin materials adhered to GWB substrates. For a given incident
heat flux, the ignition time (1), the peak umt heat release rate {(") and the unit tolal heat
release ( () are measured directly in the Cone Calorimeter and substituted into Equation |
This technique was used to caleulate the flammability parameter for the different
combinations of incident heat flux and ceats of paint. Results are shown in Table 1.
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Representative heat release ratc curves are shown in Figure [{a) for the 50 kW/m? exposure
and in Figure 1(b) for the 75 kW/m’ exposure. It is noted that Dillon [9] explores a number
of different techniques for deriving the charaeteristic parameters from Cone Calorimeter data;
for GWB, these technigues do not differ significantly from the one emploved here,

TABLE 1. Cone calorimeter results and calculated flame spread paramecters.

[Tncident | Coats of L, B Q;‘ o T, b Flame
Heat Paint {sec) PR (kI'm% (sce) (-} Spread
Flux (kW/m 1 Indicated?

Gwmtyl | ] - B

2 | o NI | NA | NA | NA | NA No |
25 | 2 | W N/A N/A N/A N/A No

[ 25 4 NI | NA | NA | NA T NA | No
25 6 | NI N/A NA | TNA ] NA No
25 8 | N N'A NA | NA | NA No
50 o | 37 1K (561 | 14 255 No
S50 2 41 211 2284 11 -2.65 No
50 4 42 224 2359 H -2.69 No
50 6 e 240 2651 n -2.63 No |
50 8 43|25 ] 2366 1 275 No
75 4] 14 134 1527 11 -0.91 No

75 2 15 206 B 2773 14 -0.06 No
75 4 16 '_«'2“] 2949 14 0,02 No N
75 [ 17 215 3318 16 0.03 Yes _
75 8 9 214 3378 16 0.60 XYCS
NI = No [gnition
300
- 250 {—«MO coats
§ 200 -~ 2 coats
{
= 150 - | —#--4 coats |
& 100 | 56 coats l
T 50 . { 8 coats |
0 !
120

FIGURE 1{a). Representative heat refease rate hastories at 50 kW/m® exposure.

Time {s)
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250

o 200 | - A —+— 0 coats
§ &2 coats
=3 —4+— 4 coats
% —»- G coats
T —»— 8 coats

FIGLIRE 1(b). Representative heat release rate historics al 75 kW/m* exposure.

The painted GWB samples did not ignitc at an exposure heat flux of 25 kW/m®. This is
conststent with teported critical heat flux values of 26-28 kW/m® for unpainted GWB [9].
When subjected to an imposed heat flux of 50 kW/m”, ignition times for the painted samples
ranged from 41 10 43 seconds, peak unit heat release rates ranged from 211 to 240 kW/m® and
burning durations were 11 seconds. At this heat flux, the flammability parameter wag always
negative, with values in the range of -2.63 to -2.75, strongly suggesting that acceleratory
tlame spread is not likely to occur ar an incident heat flux of 50 kW/n’. In comparison, the
unpainted sample ignited in 37 seconds at an imposed heat flux of 50 kW/m® and burned out
in 14 seconds; thc unpainted sample had a pesk heal release rate of 111 kWinr,
approximately one-half the value of the painted samples.

At an imposed heat flux of 75 kW/m’, ignition times for the painted samples ranged from 15
to 17 seconds, peak unit heat release rates ranged from 206 to 215 kW/m’ and burning
durations from 14 1o 16 seconds. At this heat flux, the Mammability parameter ranged from
-0.06 to +0.03; these values are near the critical Tmit, suggesting that accelcratory flame
spread may oceur at an incident heat flux of approximately 75 kW/m’. The unpainted sample
ignited in 14 seconds and burned out in 11 seconds at this heat flux, while achieving a peak
heat release rate of 134 kW/m?, resulting in a flammability parameter of -0.91.

The data suggest some intercsting observaitons.

e In gencral, ignition of painted GWDB was delayed slightly in comparison to unpainted
GWB, with the ignition delay increasing slightly with the number of coats of paint.

« The peak heat release rate of the painted samples was approximately twice as high as that
of the unpainted samples for the 50 kW/m? exposurc and approximately 60% higher for
the 75 kW/im’ exposure

» The total heat released by the painted samples was comparably higher than the unpainted
samples, The painted samples released approximately 30% more energy at the 75 kW/m*
exposure than at the 50 kW/m' exposure.
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s On average, relatively small differences can be discerned in the peak heat release rates
and total heat released based on the number of coats of paint, but for individual samples
there is considerable scatter in the data

Based on the experimental results, it is apparaut that the potential for flame spread on painted
GWR surfaces is much more sensitive to the incident heat flux at the surface than to the
number of coats of paint. To evaluate the sensitivity of the flammability parameter to the
imposed heat flux as well as to the number of coats of paint, the functional relationships
between the parameters in Equation 1 and these two parameters are considered. Dillon [9]
suggests the unit heat release rate becomes linearly dependent on the imposed heat flux as:

o . AHL i
Q"= du — =~ (4% @)

The ignition time is estimated based on a constant heat flux to a semi-infinite solid:

The functional form of the burning duration is:

" ” C, .
Q e m gl )

SN (7D

Substituting Equations 2, 3 and 4 into Fquation 1 yields:

. CC,
b~k C4l, —-w'Cwiq

1

- l= C-aq:,u - Cs(}':",". ! (5)

et

Equation 5 has the form of a quadeatic equation.  The solution for the critical external heat
tflux for upward flame spread is determined by finding the solution to b« O

{0)

ot 2C, 2C,

Since C, and C, are always positive, the term within the square root operator will always
have a value greater than unity. Consequently, the only valid solution to the quadratic
equation is:

L 14 IV4COC) o
o 2C,
An example is illustrative. Assume the incident heat flux at the surface is due only to the

external heat flux. Based on the data in Table 1, the value for C, is calculated using Equation
2 to be between approximately 3 and 5; a value of 4 is selected for this example. Based on




the ignition data reported in Table 1, the value for C,, a modified thermal response parameter
{10], s approximately 100,000 for the painted GWB samples. The value for C,, which is the
total heat release per unit area, is approximately 2,500, Using these values, the value of C, is
0.04 and the value ot C, is 160, from which the critical heat flux for upward flame spread is
caleulated using Equation 7 to be 77 kW/m®. This is consistent with the experimental results.,
where an imposed heat flux of 75 kW/m® was found to be near the critical value.

So far, the analysis has not addressed potential changes in incident heat flux in the flame
region, above the pyrolysis zone. Tu and Quintiere | 11] suggest that wall flames typically
gencrate heat fluxes of approximately 30 kW’ in this region. Consequently, it can be
argued that the characteristic ignition time in Equation | shouid be based on the ignition time
associated with a heat flux of approximately 30 KW/m’, while the characteristic unit heat
release rate and burning duration should be associated with the incident exposure fire heat
flux. Mowrer and Williamson {&8] found this approach to yicld the most consistent results for
textile wall coverings adhered to GWB substrates.

DEHYDRATION ANALYSIS

The inherent fire resistance of GWB stems from its chemical composition. Each molecule of
caleium sulfate dihydrate (CeSO,-2H ,00) forming the gypsum contains two molecules of
water that must be evaporated before the matenal’s temperature can continue 1o increase. A
literature teview was performed to identify previous efforts to model the dehydration in
GWRB assemblies when exposed to heated environments.  The models reviewed employ
single-step finite difference methods to simulate the dehydration process {12-14]. These
models do not account explicitly for the dehydration process that occurs when calcium
sulfate dihvdrate loses 1.5 moles of water to become calcium sulfate hemihydrate
{CaS0,-1/2H,0) between the temperatures of 80° and 120 °C [13).  The complete
dehydration follows as the material’s temperature increases, producing anhydrous calcium
sulfute (CaSO,) by the time the sample temperature reaches 200°C [15). Some models
include the heat of vaporization of the water 1 the specific heat term for the gypsum; some
also include consideration of the wood [12] or steel {11, 13] studs in the assembly.

A dchydration model was developed and implemented as a spreadsheet template. This model
considers the dehydration process explicitly as a two-step process:

CuSO, - 2H,0 -5 Cas$0, -1/ 21,0 1 SH,0 —4 5 CuSO, +0.5H,0 {8)
A one-dimensional finite differcnce model was developed to caleulate the heating and

dehydration of GWB. A flowchart of the model Iogic is shown in Figure 2. At the exposed
surface node, the boundary condition is:

(J('EZ =g, +h (T, ~T )+ ol T T )4 kg-?:; (9
14 &y

vt) B EEN S

In difference form, this becomes:




24 ~
T(t+b1)=T(1) +—~—,—l Gt (T =T p+ea(T - 711)—/({7:——-—5——) [§10)!
[/(‘AK‘_ ’ ) Ax

At interior nodes, the energy balance during the heating stages is expressed as:

or __ T 0
D¢ —— = —k = i
o o an

in difference form, this becomes:

ol

. [7:.Y ;
T4 A =Ty (1) 4 [T, (1) 2T, (1) 4T, (1] an
pelx” ’

{ Set imitial conditions
and
exposure conlitions

U —

. 14\ A _jw-—“‘—

-~ Yes |~ .
< T ST, - ml Culf‘u]nle T,
™~ at time 1At
///7 ) Yes B L
. 0 . T - - Gro-qh
< w2 e Ty Py
H2D Ld 42
\\\ ( / S e [

S //
No ‘f R
/” ;\‘ by
/" T Yes Caleulute T,
I ntoe ¥ at time t+AL
~ ) 2 {
o
No L o
[ B 1
e < . N e —* h
{ Calculate T, _/’ e RYE‘*J PRI k. 1
at time = At for remaining ~. - ! ey
: No ~. ST
.___exposure dusation . .

FIGURE 2. Flow chart of dehydration modcl.

A number of back face boundary conditions have been considercd, including adiabatic,
conveetive and conductive, For comparison with the Cone Calorimeter results, a conductive
boundary condition is used to simulatc the contact between the back face of the {iWB and ihe
ceramic fiber insulation matcrial in the sample holder:

TS




FOT or or (13)

GO =y -k :

‘ 2, " ax Gwn ™ o s

tn difference form, this can be expressed as:

T(1+al)= T,m+»2—k"‘~—’i’-‘;5! =Ty e by gy T..«ru] (14)
pCeAX |_ \ Ko alhys ) |

When a node within the GWB reaches one of the two debydration temperatures, T,, = 100"C
or Ty, = 180°C, the absorbed heat causes evaporation of the bound moisture rather than

holding the node temperature constamt at the respective dehydration temperature and
replacing the left-hand side of Equations 9, 11 and 13 with an expression for the evaporation
rate at the dehydration front:

-

P !
204

A value of 2,260 ki/kg has been used for the latent heat of vaporization of water, but other
values can be specificd in the model. The total mass of water dehydrated from the GWB s
caleulated with a simple Euler equation:

Mo (L4 DL} = 10 (0 = ity A (16)
When this mass of dehydrated water reaches the respective limits of 75% and [00% of the
total bound water mass for the two dehydration processes, then the calculations revert to the

heating calculations, as illustrated in Figure 2. Constant material properties are assumed for
cach stage of dehydration; material properties used at cach stage are summarized in Table 2.

TABLE 2. Material properties used for GWB dehydration model.

| Maternal Conductivity, k Dcnsi&, I Specific heat, ¢,
L _MkWimK) kg 1 Gdhkek)
[ CaS04-20,0 {7c-4 700 15

| CaSO4-1/2H,0 144 508 16

[ CaS04 1.3e-4 564 08

Moisture migration and condensation are not considered in the model; water evaporated in
the dehydration process is assumed 10 leave the GWB through the exposed face without any
additional impact on heat or mass transfer processes. In reality, some fraction of ¢vaporated
moisture will also move from the debydration front towards the back face of the gypsum. As
it teaches cooler regions of the GWB, this moisture will recondense, releasing the heat of
vaporization in the process. On a global basis, the net effect of this evaporation-condensation
cycle should be nil, but it may influence the rate of propagation of the dehydration front

Model predictions of dehydration depth are compared with experimental results in Figure 3.
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FIGURE 3. Predicted and measured dehydrition depths.

Experimental results were evaluated in two ways: hy cracking of the samples and by mass
loss of the samples. These are identified as "Breakage” and "Moisture" in Figure 3.
Following testing in the Cone Calorimeter, the samples were allowed to cool, then they were
cracked in half to permit observation and measurement of the dehydration depth, The
samples werc broken by scoring them with a sharp blade near the center of the back face,
then snapping the sample in half. This is the same process typically used to cut GWB for
instalfation in the ficld. Most of the samples exhibited 2 distinet ridge or fracture line at a
fairly uniform depth across the sample when broken. This ridge or line is believed to
represent the {ocation of the dehydration front. Samples exposed to the highest heat flux for
the longest duration did not exhibii this demarcation, probably due to complete dehydration.

Dehydration depth was also inferved from mass loss data. The total mass loss was measured
during and after each Cone Calorimeter test.  An estimated fraction of this total mass loss
was attributed to the painted paper surfuce, with the remaining mass loss attributed to
dehydration. The dehydration depth was then calculated based on the estimated dehydration
mass loss by assuming complete dehydration up to the dehydration front and no dehydration
beyond. Because the painted surfaces remained virtually intact for the samples exposed to
the 25 kW/m’ heat flux, a relatively low fraction of mass loss was attributed to surface
degradation for thesc samples. At the higher heat fluxes, the surfaces ignited and burned,
leaving fewer residues, so a higher fraction of mass loss was attributed to the painted paper
surface. This method of analysis produced results more consistent with the predictions than
did the breakage data over the full range of exposurc conditions and durations.
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SUMMARY AND CONCLUSIONS

This investigation suggests that upward flame spread s not likely on latex-painted gypsum
wallboard at mcident heat fluxes of 50 KW/ or less, while flame spread may occur at heat
fluxes of 75 kW/m*® or higher. The effects of preheating, as might occur in a room fire, have
not been ivestigated directly, but these cffects might be considered through appropriate
adjustments in the ignition time used in Egnation 1.

Based on the data obtained to date, it is not possible to distinguish a significant difference n
flame spread propensity based on the number of coats of paint.  Because the GWB has a
paper facer that contributes significantly to the heat release, cach additional coat of paint
contributes relatively little to the total heat release and the buming ducation.  The incident
heat flux has much more of an influence on the pptential for flame spread than does the
number of coats of latex paint, at least over the number of coats investigated.  Work is
continuing to investigate the effects ol additional coats of paint on the propensity for flame
spread on GWB.  In the future, otl-based paints will be investigated to determine if similar
results are oblained.

The numerical heat transfer and dehydration model developed provides & method for
predicting the dehydration depth as a function of time for GWB samples. This model does a
reasonably good job of tracking the dehydration of GWB when compared with mass loss
measurements. A potential field method for evaluating dehydration depth based on scoring
and breaking GWB specimens yiclded less congsistent results than the mass loss data, as
mdicated in Figure 3, particularly at 1he higher heat fluxes. The efficacy of this field methed
will be explored further in the future.
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